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PENTHOUSE
MACHINE ROOM

INSTALL 1N4148 OR EQUIVALENT DIODES
ACROSS RELAY COILS AS SHOWN

RELAYS ARE DESIGNED FAIL SAFE AND ARE

SHOWN POWERED UP IN A NON—ALARM STATE.

ALL RELAYS ARE IDEC RM2S—UL-DC24V
24VDC WITH LED INDICATOR. ON INDICATES
NORMAL, NON—ALARM CONDITION.
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RELAY WIRING BY LBNL

DON'T REVERSE!
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WIRING FROM RELAYS TO CONTROLLER BY CONTRACTOR

WIRING BY CONTRACTOR WIRING BY LBNL. SEE DETAIL 2
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TO ALL BUT MAN /7o

FLOOR RECALL CIRCUIT
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TO MAIN FLOOR
RECALL CIRCUIT

T4

INTERFACE

TO ALL BUT MAIN
FLOOR RECALL CIRCUIT

ELEVATOR CONTROLLER RECALL RELAY

REFER TO MCE DWG. 2001031976—1-5X

RELAYS ARE DESIGNED FAIL SAFE AND ARE
SHOWN POWERED UP IN A NON—ALARM STATE.

TO MAIN FLOOR
RECALL CIRCUIT
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4B50E059
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(N) 3/4” C TO HOISTWAY
SMOKE DETECTOR

(N) 3/4” C TO MACHINE ROOM
SMOKE DETECTOR

(N) 3/4" C TO ELEVATOR LOBBY
SMOKE DETECTORS AND ALARM
PANEL 50-01-050

(N) 3/4” C TO (E) TELCO JUB.
SEE 4B50E——— FOR DETAILS

(N) ENGRAVED PLASTIC SIGN,
BLACK WITH WHITE LETTERS.
SEE DETAIL 6.

(N) TELCO BLOCK INSIDE

(N) PLASTIC ENGRAVED SIGN, RED
WITH WHITE LETTERS MOUNTED ON
(N) HINGED CSC\)/EEMAEGCALO%EE LID OF ENCLOSURE. SEE DETAIL 6
- )
HOFFMAN A—6N6P

_—— (N) ELEVATOR RECALL RELAY
ENCLOSURE. SEE DETAILS 2,3,4.

PAINT COVER RED TO MATCH

LBNL FIRE ALARM

\
a

(N) 3/4” CONDUIT BETWEEN —
TELCO ENCLOSURE AND
ELEVATOR CONTROLLER

t— (N) 3/4” CONDUIT BETWEEN
RELAY ENCLOSURE AND
ELEVATOR CONTROLLER

(N) ELEVATOR
CONTROLLER CABINET

et SCALE: NONE

LABEL RELAY IDEC RM2S—UL—DC24V SY45-05C SOCKET TOP VIEW
DESIGNATIONS WITH 24VDC DPDT RELAY TP 3 PLACES
ENGRAVED PLASTIC TYP 3 PLACES
LABELS
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HOFFMAN #8N86
LABEL RELAY FUNCTION WITH 8”XB"X6” HINGED COVER ENCLOSURE.
ENGRAVED PLASTIC LABELS HOFFNAN #BNEP
MOUNTING PANEL ™
3 SCALE: NONE
FIRE ALARM

ELEVATOR RECALL RELAYS

TELCO

6
Q SCALE: NONE

NOTE

LABEL ALL NEW AND MODIFIED WIRE AND CABLE IN THE
FOLLOWING MANNER:

<ZONE NUMBER—-WIRE SERIAL NUMBER>

THE WIRE SERIAL NUMBER SHALL BE A UNIQUE NUMBER BY ZONE.
A LETTER SUFFIX MAY BE ADDED IF REQUIRED.

REFERENCE DWGS:

4B50E58 LOGIC DIAGRAM
4B50ES9 SYSTEM 3
INTERCONNECTION DIAGRAM
4B50E60 TRANSMITTER 40
WIRING DIAGRAM
FIELD DEVICES
INTERCONNECTION DIAGRAM
4B50E106 SYSTEM 3 MODULE WIRING
SR33, PM32 & SR35
4B50E107 ELEVATOR RECALL
SD & INTERFACE WIRING

4B50E108 RACEWAY, SD LOCATIONS
AND ACCESS LOCATIONS

4B50E61
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